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	Treatment - Other Checklist
Treatment - Other Checklist (continued)

	Project Name:
	     
	Date:
	     

	Engineer Name:
	     
	AK P.E. License No.:
	     

	

	This checklist is required for the construction of new or modification of existing treatment system that do not fit within any other checklist category.  Application to demonstrate an Innovative Technology or Device should also use this checklist.



	Submittal Requirements
	Regulatory Reference

	
	

	1. Drawings and specifications that cover construction of the treatment system.
	18 AAC 80.205(a)(2)

	     

	

	2. Results of laboratory analyses of untreated water for contaminant proposed treatment system is being designed to remove.
	18 AAC 80.200(f) 18 AAC 80.300(d)

	[bookmark: Text1]     

	

	3. Explain how the proposed treatment has been selected and its suitability for treating this water source.
	18 AAC 80.225(c)

	     

	

	4. For treatment utilizing filtration using media filtration including ion exchange include design calculations covering loading rates, back washing rates, volume of back wash water, and other items necessary to determine efficiency of proposed treatment proposed treatment process.  Address the selection of filtration media, resins, coagulants, oxidizing agents, or filter aids.
	18 AAC 80.225(c)

	     

	

	5. For filtration using cartridge or bag filters identify and justify the type(s) of proposed filtration processes.  Submittal will need to include make model of the filters as well as information on the maximum flow rate and differential pressure for each filter selected.  The design will need to address the full range of water qualities expected.  Estimates of intervals between filter changing will be needed to address the suitability of this technology for this water quality as well as how and where the spent filters will be disposed.
	18 AAC 80.200

	     

	

	6. Address the selections of any chemical feed pump and document its suitability for the chemical being injected and the calculations showing it is properly sized for the water flow rates and chemical dosages necessary.
	18 AAC 80.225(c)

	     

	

	7. Specification that all components in direct contact with potable water are disinfected in accordance with AWWA Standard C653.
	18 AAC 80.010(d)(2)
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